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LIQUIDS NOT MORE
HAZARDOUS THAN WATER?
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PIPING? D.P.>600 PSIG
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USED IN MINES?
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YesREFRIGERATION
PIPING

STOP

No

Yes

AUTOMATIC FIRE PROTECTION
SYSTEMS PER ONT. REG’N
403/97 (Building Code) and

388/97 (Fire Code)

No

Yes
SYSTEM REGULATED UNDER ANY

ACT OR REGULATION OF THE
GOVERNMENT OF CANADA.

(EXEMPT WHERE SPECIFICALLY
REQUESTED BY THE

GOVERNMENT OF CANADA)

NO

BPVSD: REGISTRATION AND
INSPECTION AS PER CSA B51 ARE

APPLICABLE

CAPACITY >3
TONS (11 KW)

STOP

STOP

NO

STOP

SYSTEM REGULATED UNDER THE
TECHNICAL STANDARDS AND

SAFETY ACT 2000, ONTARIO
REGULATION NOS. 210/01 for Oil
and Gas Pipeline Systems, 211/01 for
Propane Storage and Handling, 212/01
for Gaseous Fuels, 213/01 for Fuel Oil

or  214/01 for Compressed Natural Gas.

Yes


