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ULC withdrew listings to the ORD-C58.9, Secondary Containment Liners for Underground and Aboveground 
Flammable and Combustible Liquids on February 28, 2009. The ORD was withdrawn sometime after that. 
 
ULC has since published a new standard, CAN/ULC-S668-12, Standard for Secondary Containment of 
Aboveground Flammable and Combustible Liquid Tanks.  However, they will not be providing certification services 
for this standard. 
 
In view of the above, TSSA will require applicants to: 

a) Provide a letter from a P. Eng. stating that the liner meets the requirements of CAN/ULC-S668-
12, Standard for Secondary Containment of Aboveground Flammable and Combustible Liquid 
Tanks. 

b) Provide the manufacturer’s specifications for the material and installation instructions. 
c) Apply for a variance for the use of unapproved equipment. 

 
 
 
 
 
 


